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PRE-FABRICATED, GREASE DUCT 
FOR REMOVAL OF GREASE AND SMOKE LADEN VAPORS IN A FIRE RESISTANT OR NOT APPLICATION
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PART 1- GENERAL

1.1	SUMMARY

Listed, double and single wall, prefabricated, modular, grease duct for use with commercial cooking equipment for removal of grease and smoke laden vapors from kitchen hoods in a fire resistant or not application (as described in NFPA 96), at a maximum temperature of 500°F under continuous operation.

1.2	REFERENCE STANDARDS

A.   The latest published edition of a reference shall be applicable to this Project unless identified by a specific edition date.

B.   All materials, installation and workmanship shall comply with the applicable requirements and standards addressed within the following references.

C.   Underwriters Laboratories, Inc. (UL):
a.	Comply with applicable UL safety standards; provide products which have been UL listed and labeled appropriate to the application, manufacturer’s instructions and local requirements:
1)	UL1978 – “Standard for Grease Ducts”
2)	UL 1978 and UL 2221 – “Standard for Grease Duct and Fire Resistive Grease Duct Enclosure Assemblies” 
                 
                D.   National Fire Protection Association (NFPA):
a.	Comply with NFPA 96 – “Standard for Ventilation Control and Fire Protection of Commercial
Cooking Operations”

E.   International Code Congress (ICC)
a.	Comply with “International Mechanical Code” and “International Building Code” (if applicable to the project / site)

F.   International Association of Plumbing and Mechanical Officials (IAPMO)
a.	Comply with “Uniform Mechanical Code” (if applicable to the project / site)


1.3	QUALITY ASSURANCE

A.   Source Limitations: Obtain listed system components through one source from a single manufacturer.

B.   Must install duct in accordance with terms of NFPA 96, local code and manufacturer’s installation instructions.

1.4	WARRANTY

A. Listed grease duct shall have a limited lifetime warranty to begin at the date of installation.

PART 2- PRODUCTS
2.1	GENERAL

A.   All materials shall meet or exceed all applicable referenced standards, federal, state and local requirements, and conform to codes and ordinances of Authorities Having Jurisdiction.





2.2 AVAILABLE MANUFACTURERS

A.  Listed and Classified Single-Wall and Double-Wall insulated grease duct shall be manufactured by Duravent or approved equal.

2.3 LISTED GREASE DUCT

A. The grease duct shall be insulated, double-wall or single-wall factory-built type for use with Type 1 kitchen hoods, as described in NFPA 96 for the transportation of air and grease-laden vapors from commercial cooking operations.

B. Clearance to Combustible – Product shall meet Clearance to Combustible requirements as per UL Listing – (Table 1).

        C.	Product Description:
[image: ]A.	Single or Double Wall product appropriate to Clearance to Combustible and local requirements.

B.	All section joints shall incorporate a self-centering feature to ensure proper alignment of mating flanges and proper spacing between the inner wall (flue) and the outer wall (casing).  Alignment & Support Sleeve reduces installation costs and time, reduces potential of leaks.  Sleeve also fosters durability and minimizes degradation over lifetime of cleaning. 	Comment by Joe Dahlheimer: Installation benefits- Labor Savings: The alignment and support sleeve reduce installation time and improves safety and quality. Guides pieces together & provides backing for sealant.  Smaller diameter can be joined by one-person (vs. two) Lifecycle benefits – durability:  Stiffens large/heavy sections keeping flanges in perfect alignment for ease of V-band attachment • Protects sealant from degradation & loss during cleaning.  Eliminates sealant being accidently wiped off flanges during cleaning.  Large diameters can be entered by duct cleaners after verifying safety factors.  Protects sealant from degradation & loss during cleaning.

C.	The inner wall (flue) shall be laser or plasma welded.

D.	System shall be rated for continuous operation at 500° F and intermittent operation at 2000° F.

E.	All components of the grease duct system shall be provided by the manufacturer to ensure the system meets the requirements of the listing including duct supports, guides, fittings, cleanouts, and expansion joints required to install the duct.

F.	System shall be designed to provide access for inspection and cleaning of each change of duct direction, permit drainage of grease residue through a duct section and enable the system to allow various types of fire suppression equipment to be installed into the grease ductwork.  All code required doors and tee caps are to be accessible without the use of any tools or instruments.

G.	Grease duct shall be certified to applicable listings:
1) UL 1978 – “Standard for Grease Ducts”
2)	UL 1978 and UL 2221 – “Standard for Grease Duct and Fire Resistive Grease Duct Enclosure Assemblies”

H.	Duct Construction:
i. Double wall duct sections shall be constructed of an inner wall and an outer wall with 1” air     insulation, 1”, 2”, 3”, or 4” AES fiber blanket insulation between the walls.
a. The inner wall shall be constructed of Types 304 or 316 stainless steel.
	1.  5 through 36-inch diameter materials: 0.035-inch-thick inner wall.
	b. The outer wall shall be constructed of Types 304, stainless steel or Galvalume.
	1.  5 thru 36 diameter inch materials: 0.025-inch-thick outer wall.
	ii. Single wall duct sections
a. The inner wall shall be constructed of Types 304 or 316 stainless steel. 
	1.  5 through 36-inch diameter materials: 0.035-inch-thick wall.			

I.   No leak factory tested welds 	Comment by Joe Dahlheimer: No leaks during inspection, operations and duct cleaning.  Zero-leaks during cleaning ensures water damage during duct cleaning and subsequent mold aren’t a problem. Grease leaks during operations and fire escaping the duct are not an issue. No leaks during inspection keeps the project on schedule.  Safety, IAQ and cleanliness are benefits of Duravent’s Zero-leak Grease Duct.  

J.  Materials should match functional requirement.  Galvalume Outerwall should be used when stainless steel aesthetic requirements are not present or corrosive or salt external environments are not present. Galvalume is recommended.  Galvalume can be painted for projects with architectural considerations for use of color.	Comment by Joe Dahlheimer: Upfront Savings and aesthetic flexibility.  Galvalume Outerwall should be used when stainless steel aesthetic requirements are not present or corrosive or salt external environments are not present.  Galvalume can be painted for projects when architectural considerations require use of color.  Cost savings and aesthetic versatility are reasons to use Galvalume Outer Wall option.


K. Warranty – Limited Lifetime Warranty	Comment by Joe Dahlheimer: Limited Lifetime warranty means additional piece of mind for owner and value over the lifecycle.  Advantage over site-built and other options.

L.  Reduce Inspections – limit inspections by using UL Listed and reduced inspection code approved Manufactured Duravent Grease Duct.  Installing contractor is responsible for all costs associated with additional testing requirements for substituted product including rectangular field welded duct.  Factory built grease duct requires a single test following installation while field welded products require multiple inspections at different points of the installation process.


PART 3- EXECUTION

3.1   INSTALLATION OF FACTORY BUILT GREASE DUCT

A.	Locate to comply with minimum clearances from combustibles and minimum termination heights according to product listing or NFPA 96, whichever is most stringent.

B.	The installation shall be in accordance with the manufacturer’s installation instructions and shall conform to all applicable state and local codes.
 
C.	Inner pipe joints shall be held together by means of formed ‘V’ bands and sealed with S650 Sealant.

D.	Connection to the hood shall be made with a round hood collar or a square-to-round transition. 

E.	Curb mounted fans shall incorporate a fan adaptor plate.

F.	All construction and supporting of the kitchen ventilation system will be in accordance with Duravent installation instructions.

G.	Store grease duct sections inside or covered adequately to protect from weather or accidental damage.

H.	The entire grease duct system from the appliance to the termination, including all accessories, except as noted, shall be from one manufacturer.

I.	All design and installation documents must contain proper placement and configuration of Access doors that meet   code, manufacturers recommendations and local requirements. Ensure Access Doors are installed and to code.  Site-built Access doors must be inspected at each stage of installation process to ensure they are installed, to code and at the end of the process not covered in insulation.


For more information and resources please visit
www.duraventgreaseduct.com
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Duct Model
Flue 



Diameter Ø
(in)



Clearance to 
Combustible



(in)



Clearance to 
Non-Combustible



 (in)
DCL Ø5 to Ø36 18 0



Ø5 to Ø6 4 0
Ø7 to Ø14 5 0



Ø16 to Ø22 6 0
Ø24 to Ø30 7 0
Ø32 to Ø36 8 0



Ø5 to Ø6 1 0
Ø7 to Ø14 2 0



Ø16 to Ø22 3 0
Ø24 to Ø30 4 0
Ø32 to Ø36 5 0
Ø5 to Ø14 1 0



Ø16 to Ø30 2 0
Ø32 to Ø36 3 0



TABLE 1 - PRESSURE STACK Clearances to Combustible -
                 Minimum Air Space Clearances to unenclosed   
                 Combustible material and Building insulation for 1400°F 
                (760°C) continuous temperature.



DAS1



DIS1
(UL 103 Type HT Ø5 



to Ø24 only)



DIS2 & DIS4
(UL 103 Type HT Ø5 



to Ø24 only)
Dimensions are in inches



Building Heating Appliance & 1400°F Chimney:



Grease Duct Application:



Duct Model
Flue Diameter Ø 



(in)



Clearance to 
Combustible



(in)



Clearance to 
Non-Combustible



 (in)
DCL Ø5 to Ø36 18 0



Ø5 4 0
Ø6 to Ø11 5 0
Ø12 & Ø16 6 0
Ø18 & Ø22 7 0
Ø24 & Ø28 8 0
Ø30 & Ø34 9 0



Ø36 10 0
Ø5 to Ø13 2 0



Ø14 to Ø24 3 0
Ø26 to Ø34 4 0



Ø36 5 0
Ø5 to Ø16 1 0
Ø18 to Ø30 2 0
Ø32 to Ø36 3 0



DIS3Z (UL-2221) Ø5 to Ø36 0 0



DIS2 and DIS4



Dimensions are in inches



TABLE 1 - GREASE DUCT UL-1978 and UL-2221 (DIS3Z only) Clearances 
to Combustible (Unenclosed Surrouding) 
Minimum Air Space Clearances to Combustible material  
and Building insulation for 500°F (260°C) continuous 
temperature grease duct system.



DAS1



DIS1 



5NOTE: DIAGRAMS & ILLUSTRATIONS ARE NOT TO SCALE.  



SECTION B - GENERAL INFORMATION  



PART NUMBERS 



These instructions identify major model  
parts by name and part number. 



Example:   
DIS1 36” length with inside diameter 14” made of SS inner liner and SS 304 outer 
casing: Code = DIS1-14L36BC.



DIS1-	 14	 L36	 BC 
Model	 Dia.	 Part	 Material 



DAS1 30° elbow with inside diameter 22” made of 304 inner flue and galvalume outer 
casing: Code = DAS1-22E30CE.



DAS1-	 22	 E30	 CE 
Model	 Dia.	 Part	 Material 



DCL wall support for 8” diameter grease duct made of galvalume: Code = DCL8WSE:



DCL	 8	 WS	 E 
Model	 Dia	 Part	 Material 



Use only factory-supplied components. Failure to do so will void the certification 
and the warranty of the chimney system. 



EFFECTIVE LENGTH AND THICKNESS  
The effective length is the length of the part when it is assembled. 



Effective length



L36.....................36 1/8” 
L24.....................24 1/8” 
L18.....................17 5/8” 
L12.....................11 5/8” 



CLEARANCE TO COMBUSTIBLE 



Model DAS1, DIS1, DIS2, DIS4 and DIS3Z can be used for either combustible or non-
combustible surroundings. When installed in an open room where enclosure is not 
required, the chimney may be located at a minimum clearance to adjacent combustible 
walls in accordance with Table 1 and Table 2. The chimney may be located in 
corners formed by two combustible constructions (walls, floor, ceiling, supports, etc.)  



NOTE: The clearance distance with the wall is the distance between the wall and the 
Inner V-Band (for Model DCL) or the Outer Band BSE (for Model DAS1, DIS1, DIS2, DIS4 
and DIS3Z). See Figure 1 for the clearance distance.



For fire resistive noncombustible enclosure construction, maintain clearance as required 
for installation access for inspection or per local code. In buildings more than one story in 
height and in one-story buildings where the roof-ceiling assembly is required to have a 
fire resistance rating, the duct must be enclosed in a continuous enclosure from the lowest 
fire-rated ceiling or floor, through any concealed spaces, to or through the roof to maintain 
the integrity of the fire separations required by the applicable building code provisions. 
If the building is less than 4 stories in height, the enclosure shall have a fire resistance 
rating of not less than 1 hour. If the building is 4 stories or more in height, the enclosure 
shall have a fire resistance rating not less than 2 hours.



DuraVent Models DCL, DAS1, DIS1, DIS2, DIS4 and DIS3Z chimneys may penetrate a 
combustible
floor, wall, or roof using the appropriate parts and openings sizes. See section D “Roof 
& Wall Penetration” for more details.



NOTE: Model DIS3Z is equivalent to a 2-Hr fire rated grease duct enclosure system.



NOTE: Do not completely enclose the chimney with combustible materials.



In the case of a fire rated enclosure made of non-combustible or limited combustible 
construction, the minimum clearance for Model DCL is 6” or as required by local code.



Thickness for Ø5 to Ø36  



Inner Wall: ................. 0.035”
Outer Wall: ................. 0.024”



MATERIAL CODE DESIGNATION
B = Type 316 Stainless Steel 
C = Type 304 Stainless Steel
E = Alu-Zinc Coating (Galvalume)



- Insulation (Air or Fiber Wool)



Clearance Distance 
From Outer Band BSE



Floor 



INNER WALL (DCL, DAS1, 
DIS1, DIS2, DIS4, DIS3Z) 



OUTER WALL 
(DAS1, DIS1, DIS2, DIS4, DIS3Z) 



Figure 1 - Detail of Clearance Distance
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